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Abstract
This paper presents a review of some techniques for islanding detection, especially by using inverter
based DG applications and it also focuses on several islanding detection methods for a single-phase
current-control voltage inverter working with a PV system connected into the grid. It is deliberated
a single-phase inverter with maximum power of 5 kW. Islanding detection methods are investigated,
simulated and evaluated in MATLAB / SIMULINK.
Introduction
Anti-islanding capability is an important requirement for distributed generators. It is necessary to detect
when the system operates in an island and to disconnect it from the grid as soon as possible. The
island can occur when a part of grid is electrically isolated from the power system but the part with
island is energized by distributed generators. The islanding detection is important for many reasons - a
possibility to damage customer equipments and distributed generator, hazard for line-workers, islanding
may interfere with restoration of normal services for neighboring customers.
The islanding detection is important for all distributed generation systems. Many algorithms have already
been developed in last 10 years. All these methods can be divided into 4 categories [1], [2], [4].
• passive inverter-resident methods
• active inverter-resident methods
• active methods not resident in the inverter
• methods based on the use of communications between the grid and PV inverter
This paper is only focused on passive and active inverter-resident methods. There are not shown neither
the active methods not resident in the inverter because it needs more equipment or methods based on the
use of communication for their robustness and communication safety reasons. These 2 last methods are
not easy and cheap and it means another expenses.
Passive detection methods [1], [4] have a large non-detection zone (NDZ) and that is not a signiﬁcant
anti-islanding protection. Two main system parameters frequency and voltage at the point of common
coupling (to assign the size of NDZ) can change their values depending on a variable load connected
to the grid. If an inverter has the capability of over/under voltage protection and over/under frequency
protection, we say it has the basic islanding detection capability. Active detection methods should be
also used to decrease the size of NDZ. But the main disadvantage of active methods is the injecting of
a disturbance signal into the grid [2], [13]. For a faultless and correct use is better to combine more
islanding detection methods based on another working process [16]-[21].
This report presents a review and simulations of the size of non-detection zone (over/under voltage and
over/under frequency method), PLL based active method [6], [7], [13] and active frequency drift method
[8], [12] for a single-phase inverter of active power about 5 kW. The same passive and active parameters
for simulations have been used and the same time when the island occurs and the same instant when
disturbance of active methods is injected. The tables comparing these methods are shown at the end of
this paper.
System conﬁguration
The topology of the grid, the current-controlled inverter working with PV system and parallel RLC load
is shown in Figure 1. The node where all parts are connected is called the point of common coupling
(PCC). Voltage and voltage frequency are measured in this node and used for islanding detection and
also as references for the control of inverter. For accurate control of inverter is also necessary to measure
the output inverter current.
Figure 1: Voltage source inverter connected to local load and distribution network
The inverter inductor is used for a smooth sine-wave of inverter current. For objective simulations it
is also used the grid impedance between the PCC and the grid. R, L, C are resistance, inductance and
capacitance of parallel RLC load.
Anti-islanding
Islanding test conditions
Islanding of the grid connected generators (photovoltaic system) can occur when the part of utility system
having such generators is disconnected from the main grid and independent generators keep to energize
the isolated part. The system consists PV panels, an inverter, a local load (parallel RLC), a switch
(breaker, fuse, ...) and the grid. In this paper the distribution generation is considered to be in unity
power factor operation. This unity power factor condition combined with passive parameters of parallel
RLC load and frequency in (1)-(4) consider the worst case for islanding detection when the active power
of load matches to output power of distribution generation. For simulations the worst case is used as test
conditions according to UL1741, IEEE 929 and IEEE 1547 [9], [10], [16]:
1. The power generated by DG should match the RLC load power, ΔP = 0 and ΔQ = 0.
2. Resonant frequency of the RLC load is the same as grid line frequency ( f = 50Hz).
3. The quality factor Qf of RLC load is set to be 2.5. The quality factor is deﬁned as that the reactive
power stored in L or C is Qf times the active power consumed in R.
Under these conditions, when the grid is disconnected, the distributed generation and RLC load will
resonate at nominal voltage and frequency to form an island, unless there is a mechanism to drive voltage
at PCC or frequency out of their nominal range. Load deﬁnition can be represented as
f =
1
2π
√
LC
(1)
R =
V 2
P
(2)
L =
V 2
2π fQ f P
(3)
C =
Qf P
2π fV 2
(4)
where
R - effective load resistance [Ω], L - effective load inductance [H], C - effective load capacitance [F],
P - active power [W], Qf - quality factor, f - grid frequency [Hz].
The values of frequency and magnitude of the voltage at the PCC after grid disconnection (islanding
condition) depend heavily on the local load characteristic.
Pload =
V 2PCC
R
(5)
Qload = V 2PCC
(
1
ωL
−ωC
)
(6)
Equations (5) and (6) describe the active and reactive power consumed by the RLC load. If the active
power demand of the load and active power production of PV system are not the same at the instant when
the breaker opens, then the voltage at PCC must decrease or increase until PPV = Pload . It is similar, if the
reactive power demand of load and reactive power production are not matched at the time when the grid
is disconnected. The frequency ω at PCC must change until QPV = Qload . The mechanism, by which
this happens, is that the PV inverter will seek a frequency at which the current-voltage phase angle of the
load equals that of the PV system. Such voltage and frequency changes can be detected by over/under
voltage and over/under frequency relays.
Difﬁculties appear when a load demand and PV generation are close. Then frequency or voltage changes
can be insufﬁcient to enable detection by PV inverter. It is the reason why it is necessary to develop
islanding techniques which can detect these cases when the powers of PV and load are closely matched.
It is the aim of all islanding detection methods to reduce the non-detection zone near to zero.
Anti-islanding methods
A. Over/under voltage and over/under frequency method
All grid-connected inverters are required to have an over/under voltage and an over/under frequency
protection. Limits when the inverter should be switched off can be different in each country. An example
of values for most of countries in Europe is in Table I [15], [16].
Table I: Voltage and frequency limits
Value Minimum Maximum
Frequency fmin = 49Hz fmax = 51Hz
Voltage Vmin = 0.88pu Vmax = 1.1pu
Power balance at PCC is given by equations (7) and (8). If ΔPload = ΔPDG and if ΔQload = ΔQDG there
is no active/reactive power difference between the PV system and the grid.
Pload = PDG +ΔP (7)
Qload = QDG +ΔQ (8)
The behavior of the system when the grid is disconnected depends on ΔP and ΔQ. If the resonant
frequency of RLC load is the same as grid line frequency, the linear load does not absorb reactive power.
Active power is directly proportional to the voltage. After the disconnection of the grid, the active power
of the load is forced to be the same of the PV system, hence the grid voltage change into
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Figure 2: Topology of load, grid and inverter with required over/under voltage and over/under frequency detection
V ′ = K ·V (9)
where
K =
√
PDG/Pload (10)
If ΔPDG > ΔPload there is an increase of the amplitude of the voltage and if ΔPDG < ΔPload there is a
decrease of the amplitude.
A small ΔP results in an insufﬁcient change in voltage amplitude and small ΔQ results in an inadequate
change in frequency to effectively disconnect the PV and prevent islanding. The probability of small
values of ΔP and ΔQ for the NDZ is signiﬁcant and protection devices cannot detect an island reliably.
In general, over/under voltage and over/under frequency devices alone are generally considered to be
insufﬁcient anti-islanding protections. It is possible to calculate the NDZ from the mismatches of active
and reactive power and setting the threshold values for voltage amplitude and for frequency.
B. PLL based active method
The method is based on the modiﬁcation of sine-wave current reference obtained from PLL. A sinusoidal
signal multiplied by distortion gain is injected to the inverter current angle. The inverter current angle
and distorted signal are summed. From this new value of current angle the sine-wave current reference is
made. The sinusoidal signal injection can be done with positive or negative sign. The current reference
for the inverter must be synchronized with the voltage at PCC [13], [14].
C. Active frequency drift
It is a method which can be easily implemented into a inverter with a microprocessor-based controller
and it adds no costs to such a system. Inverters give the output current slightly distorted into the utility at
the frequency slightly lower or higher than the voltage frequency at PCC. For example - during ﬁrst half
of sinusoidal waveform of output inverter current is with frequency slightly higher than the frequency of
the grid voltage is. When the inverter current reaches zero, it remains zero for time before the beginning
of next half-cycle [8], [12].
Simulation of anti-islanding detection method
Model passive and active parameters used for simulations are shown in table II. These parameters were
used purposely for comparing different detection methods.
A. Over/under voltage and over/under frequency method
Figures 2 and 3 show the topology for detection under/over voltage and under/over frequency with in-
verter shutdown. Voltage at PCC can only change when the grid is disconnected and DC power and
power of load are not the same. If the load power is smaller then the voltage at PCC increases and if
the load power is higher then voltage at PCC decreases. Voltage difference depends on the difference
between these powers.
Active power of parallel RLC load was changed for an assignment of NDZ for constant DC power of
PDC = 2000 W without using another detection method. It was determined limit bounds of detection
Table II: Used model parameters for comparison of different islanding methods
Parameter Value Parameter Value
Active power of load [W] 2000 Nominal frequency [Hz] 50
Resonance frequency of inverter load [Hz] 50 RMS voltage [V] 230
Quality factor [-] 2.5 Power of PV system [W] 2000
Resistance of inverter load [Ω] 26.45 Resistance of smoothing inductor [Ω] 0.1
Inductance of inverter load [mH] 33.7 Inductance of smoothing inductor [H] 5e-3
Capacitance of inverter load [μF] 300.86 Limit of over voltage [V] 253
Cut-off time of breaker [s] 0.8 Limit of under voltage [V] 202.4
Resistance of the grid [Ω] 0.2 Limit of over frequency [Hz] 51
Inductance of the grid [H] 0.2e-3 Limit of under frequency [Hz] 49
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Figure 3: Inverter with PLL and current control loop
capability 1600 W (over voltage - 1.1VRMS) and 2550 W (under voltage - 0.88VRMS). If the load power
is between these values, the system is not able to detect an island operation. If the load power is out of
the range, the islanding detection is very reliable. Plots for NDZ bounds 1600 W a 2550 W are in Figure
4(a). The grid was connected until the instant t = 0.8s (breaker opens in zero current). We can see the
current magnitudes corresponding to DC and load power. Grid current is the difference between current
of load and inverter current. Inverter current must be the same with load current after grid disconnection.
When the islanding operation is detected, the inverter is switched off immediately. This time is about
0.03 s. In the plot of voltage at PCC is obvious that voltage increases to the limit 1.1VRMS = 253 V after
grid disconnection for smaller load power than DC power of PV system and for higher load power the
voltage decreases until it reaches 0.88VRMS = 202.4 V.
Load active power of Pload = 2000 W is used for a veriﬁcation of under/over frequency detection. Val-
ues of load resonance frequency were changed. There exist 2 bounds for fo = 49 Hz and fo = 51 Hz
because passive parameters of load determine the frequency reference for the control loop of inverter. (If
resonance frequency is fo = 50 Hz, load does not take reactive power when the grid is disconnected. In
measured frequency plot in Figure 4(b) we can see that the frequency decreases for fo = 49 Hz after grid
disconnection until it reaches f = 49 Hz then the inverter is disconnected. For fo = 51 Hz frequency of
voltage at PCC increases after grid disconnection to f = 51 Hz where the islanding operation is detected
and the inverter is switched off. The plots are shown in Figure 4(b).
From these simulations it is possible to assign the bounds of non-detection zone which are shown in
Figure 5. For all load parameters inside this zone it is impossible to detect an islanding operation. When
we use load power PDC = 2000 W, we obtain detection limits:
Pload = 1600 W ⇒ |PDC−Pload |= 400 W ⇒ 20% o f PDC (11)
Pload = 2550 W ⇒ |PDC−Pload |= 550 W ⇒ 27.5% o f PDC (12)
and for frequency:
fo = 49 Hz ⇒ | fn− fo|= 1 Hz ⇒ 2% o f fn (13)
fo = 51 Hz ⇒ | fn− fo|= 1 Hz ⇒ 2% o f fn (14)
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(a) Load power 1600 W a 2550 W and f0 = 50 Hz
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Figure 4: Over/under voltage and over/under frequency method - Qf = 2.5, breaker opens at t = 0.8 s
This detection method has a quite big zone where the detection is impossible, especially for active power.
It is the reason why it is necessary to use another subsidiary methods.
Figure 5: Non-detection zone for 0.88VRMS = 202.4 V, 1.1VRMS = 253 V, f = 49 Hz and f = 51 Hz
B. PLL based active method
It was done a veriﬁcation for load parameters PDC = Pload = 2000 W, f0 = 50 Hz, Qf = 2.5 which is one
of the worst detectable islanding operations. The previous method cannot detect this case.
For an assessment of limit from where it is possible to detect an islanding operation the distortion gain
was gradually increased from the lowest values. We obtained the distortion gain limit 0.2 when islanding
operation can be detected. The ability of detection is for the distortion gain higher than 0.2. On the
other hand we need to have this value as small as it is possible. The higher is this value, the more
distorted is the sine wave obtained from current reference calculation. There the second harmonic is
added. Disturbances are invoked all the time also when the system does not work in islanding operation.
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Figure 6: Topology for the PLL based active method
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Figure 7: PLL based active method - distortion gain 0.2, PDC = Pload = 2000 W, f0 = 50 Hz, Qf = 2.5, breaker
opens t = 0.8 s
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Figure 8: PLL based active method - distortion gain 0.2, PDC = Pload = 2000 W, f0 = 50 Hz, Qf = 2.5, breaker
opens t = 0.8 s, the beginning of disturbance t = 0.95 s
This method is quite fast and it can be used as an advantage of an interrupted injection of added signal.
Then the distortion could be used only in short intervals. Time between the beginnings of two following
distortion interval must be shorter than detection time which is required for disconnection in standards.
It causes less disturbances which can be used for parallel inverters in different time which means smaller
total disturbance at PCC.
Figure 6 shows how the disturbing signal is created. The plots for simulation, where the breaker opens
at t = 0.8 s and the disturbing signal is injected into the control loop of inverter at instant t = 0.95 s, are
shown in Figures 8(a) and 8(b). This is only for veriﬁcation of this model. In real system could be used
a pulse generator which generates disturbance for example only 2 of 14 periods for 50 Hz signal.
In Figures 8(b) and 8(a) it is possible to see obviously the disconnection of the grid in the grid current
plot. From the instant t = 0.8 s the current is zero. From t = 0.8 s until t = 0.95 s there is no disturbing
signal injected into the current reference. Also in this time period the current of inverter and the current
of load must be exactly the same. From t = 0.95 s disturbance is injected and reaction time from the
beginning of disturbance is 0.008 s. How we can see in this case, an over frequency protection reacted.
After time instant t = 0.958 s the inverter is switched off.
C. Active frequency drift method
Topology for making of the frequency drift signal for the active frequency drift method is shown in Figure
9. The simulation was done also for one of the worst case with parameters of load PDC = Pload = 2000 W,
f0 = 50 Hz, Qf = 2.5.
For an assessment of bounds from which is possible to detect islanding operation, frequency change
was increased subsequently from zero from the nominal value of frequency of voltage at PCC. If the
frequency difference of the injected current is smaller than 2 Hz from nominal system frequency (50 Hz)
then this system does not detect an islanding operation for assigned load parameters. If the frequency
difference between the frequency of current and the frequency of voltage at PCC is 2.5 Hz, the system
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Figure 9: Topology for active frequency drift detection method
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Figure 10: Active frequency drift method - frequency change 3 Hz, PDC = Pload = 2000 W, f0 = 50 Hz, Qf = 2.5,
breaker opens t = 0.8 s, the beginning of disturbance t = 0.95 s
can detect it. If the difference is 3 Hz and more, the system can detect the islanding operation during
shorter time and with higher reliability.
On the other hand with increasing frequency difference between the frequency of injected current and
the frequency of voltage at PCC, the waveform of inverter current is more distorted from the required
shape of current waveform and it is not desired.
It is also a very fast detection method from the instant when disturbance is used. We are able to detect
an island in a short time period. This advantage can be used when we want to use more inverters in
parallel with less disturbances. Detection signal is possible to create by a pulse generator and to use in
time period T = 0.28 s always two periods of nominal frequency. Topology with the pulse generator is
possible to see in Figure 9.
Simulations in Figures 10(a) and 10(b) were done for a veriﬁcation of this model with frequency change
3 Hz, grid disconnection at t = 0.8 s and application of disturbing signal from the instant t = 0.95 s.
(This is only to attempt the model).
In the plots in Figures 10(a) and 10(b) it is obvious that the grid current is zero from instant t = 0.8 s
and inverter and load current are the same. In the reference plot (Figure 10(a)) we can notice a short
zero time period close to trip impulse. It is done by a principle of active frequency drift method. Over
frequency protection gave response to switch off the inverter at instant t = 0.959 s during detection time
Δt = 0.009 s.
Results discussion
The detection times for comparing of different methods are shown in Table III. These times are speciﬁc
for conditions of each simulation which can be different for each method (simulation parameters - f0,
Pload etc.). If there is a higher difference between DC power and power of load for over/under voltage
method then the detection time is shorter. It is similar for PLL based active method, if we decrease the
distortion gain then the detection time is a little bit shorter. If the frequency difference is increased for
active frequency drift method then the detection time can also be slightly shorter.
Advantages and disadvantages of methods
Advantages:
Over/under voltage (A1) and over/under frequency method (A2) - this method is very easy if we don´t
Table III: Detection time for detection method
Detection method Detection time
A1. Over/under voltage 0.03 s; 0.05 s
A2. Over/under frequency 0.02s; 0.02 s
B. PLL based active method 0.008 s
C. Active frequency drift 0.009 s
need zero NDZ, no more expenses (it is required in standards), it does not inject any disturbing signals
into PCC even partial.
PLL based active method (B) - detection time after the beginning of injected disturbing signal is small
(fast method); it is enough to inject disturbance only for a short period of time smaller than it is required
in standards to switch off the inverter; a possibility to use more inverters working in parallel with distur-
bances in different time periods (less disturbance at PCC); almost zero NDZ (only worse detectable for
higher values of Qf ).
Active frequency drift (C) - (almost the same as for PLL based active method) - detection time from the
beginning of disturbance application is quite short, disturbance can be injected only 1 or 2 periods during
time which is shorter than required time in standards to detect the islanding operation; a possibility of
using more parallel inverters connected into PCC when the disturbing signal is injected in different time
periods (smaller disturbance at PCC); almost zero NDZ (only worse detectable for higher values of Qf ).
Disadvantages:
Over/under voltage (A1) and over/under frequency method (A2)- too large NDZ where the detection is
impossible - in most cases it is necessary to use another detection methods.
PLL based active method (B) - second harmonic is added into current reference (inverter current) also
when the system does not work under islanding operation.
Active frequency drift (C) - disturbance is injected into PCC although when the system does not work
under islanding conditions.
An overview of shown detection methods in this paper is in Table IV.
Table IV: Comparion of simulated method
Detection method
A1 A2 B C
short detection time YES YES YES YES
injected disturbance NO NO YES YES
zero NDZ NO NO YES YES
more parallel inverters YES YES NO1 NO1
Conclusion
This paper has given a short overview of possible methods used to detect islanding operation for PV
inverters and it should show a sense of detection of islanding operation and a simulation principle for a
few detection methods. It exists more and different detection methods based on different principles. For
better comparison of shown methods it would better to do more simulations for different parameters (for
example: load power etc.) and to compare detection time for those parameters.
This paper has presented some passive and active methods how to detect the island, especially for invert-
ers based on DG applications. Because the problem of anti-islanding protection and islanding detection
is too large, it is also important to know exact parameters of impedance between the grid an PCC. The
impedance magnitude has a big inﬂuence and the system could fail for higher values (for example 1Ω)
if another large load in connected.
Future work could include: 1) further experimental validation of the modelling results, 2) investigation
of an effect of non-linear components and connecting another loads, 3) minimize the size of NDZ but to
avoid all inadmissible inﬂuences for whole system.
1In case when a interrupted disturbance is not used
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